/ST EymarenenTaL City of Baltimore - Burean of Water and Wastewater Site Name
Flow Monitoring Services for Sanitary Sewer System BDU04
Sewershed Project No. Inspectinn Date/Time Clty MH LD,
/292008, 11:15:00 AM Balimare County Manhals
Dundalk 0as5S Inspected By Manhole Fipe
DJE Depth () | Width (ft) | Width (in}| Height (in)
Site Address: Intersection (T) of Willow Spring 13.35 4 19.00 19.50
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Hydraulic Assessment
Surcharge (f): 0 Straight  []Band Drop inlet ] Backwster [Pump Sta. CwWwTP  [CMesds Cleaning
Flow Depth (in): 5.00 Instand. Vel (fpsk: 4,75 Silt Lewel {in): 0 Signs of 1:
. 2 = : Recommended for
HYDRAULIC RATING:  [Z] a (oo I8 fquestonatie) ¢ tpoery e Fves [Cno
COMMENTS: NICE SMOOTH FLOW Meter Type:  ADS - FlowShark
Installation Plan Skeich Installation Profile Sketch
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13.35' 13.25 147

PART B - SITE INSTALLATION
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Lime # 1 F 3 4 1 1
Size {im)| 4 i 19.5 2 225 i
Material] PV VCP Litser VPC Lines a
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Shape R R R R R 5
Flow Depth {in): 1] 0 [i] m fi
Instamt. Vel. {fps) 1] 1] 475 1] 4,75
COMMENTS: MH condition poor, severe leaks &t bottom.
*- Niv Steps in manhiole.
=T Line # 2 may be abandoned




